PANEL: PP—1

LOCATION: EXTERIOR WALL

MOUNTING TYPE: RECESSED

100A. MAIN BREAKER SUB PANEL 120/240V., SINGLE PHASE, 3 WIRE
10,000 AIC., BOT. FEED
1-1/2" SERVICE ENTRANCE, COPPER BUS, GROUND BAR

100 AMP
BREAKER
PANEL

MINIMUM COPPER
SERVICE FEEDER
341 90°C THHN
W/#8 GROUND
PER NEC TABLE
310.16 & 250.122

GROUNDING ELECTRODE SYSTEM TO BE
PROVIDED PER NEC 2005 SECTIONS 250.50
& 250.52 ON SITE BY OTHERS

ONE LINE DIAGRAM

150 AMP
BREAKER
PANEL

MINIMUM COPPER
SERVICE FEEDER
3#1/0 90°C THHN
W/#6 GROUND
PER NEC TABLE
310.16 & 250.122

ONE LINE DIAGRAM

G [ [ro] oS 3
| 1 [40a]8/3] 2 |3 TON HvaC UNT W/GAS HEAT [26~12 LIGHTS & RECEPTACLES 2 [ 15a]14/2] 1
3 26~! |LIGHTS & RECEPTACLES 4 [15a]1472] 1
5 [30a|6/3] 1 [12-GALLON HOT WATER HEATER |+ 6 | 15 [14/2] 1
7 8 |15 [1472] 1
9 10
50.5 37
PANEL: PP—2 100A. MAIN BREAKER SUB PANEL 120/240V., SINGLE PHASE, 3 WIRE
LOCATION: EXTERIOR WALL 10,000 AIC., BOT. FEED
MOUNTING TYPE: RECESSED 1-1/2" SERVICE ENTRANCE, COPPER BUS, GROUND BAR
N | G| "€ [PoLE|  peSionaTion A B DESIoNATION W 3R | [Pot
| 1 |40a]|8/3] 2 (3 TON HvAC UNT W/GAS HEAT |28~ LIGHTS & RECEPTACLES 2 | 15 [1472] 1
3 2~2_ | FAN/UGHT coMBO & RECEPs | 4 | 15A.[14/2] 1
5 6
7 8
9 10
35 35
PANEL: PP-3 150 AMP. MAN BREAKER SUB PANEL 120/24QV., SINGLE PHASE, 3 WIRE
LOCATION: EXTERIOR WALL 10,000 AIC., BOT. FEED
MOUNTING TYPE: RECESSED 1-1/2" SERVICE ENTRANCE, COPPER BUS, GROUND BAR
Vo | Bk | "™ | PoLE DESONATION A 8 DESKRATION O |BRs: |"RE [powe
1 | 40A| 6/3| 2 (3 TON HVAC UNIT W/GAS HEAT [ 26~ LIGHTS, RECEPS & LIGHT/FAN | 2 | 15A.|14/2] 1
3| 2 —1 | LIGHTS & RECEPTACLES 4 | 154 [14/2] 1
5 [ 15a[14/2] 1 [ucHTS & RECEPTACLES 6 6
7 8
9 10
11 12
13 14
15 16
43 37
PANEL: PP—4 100A. MAIN BREAKER SUB PANEL 120/240V., SINGLE PHASE, 3 WIRE
LOCATION: EXTERIOR WALL 10,000 AlC., BOT. FEED
MOUNTING TYPE: RECESSED 1-1/2" SERVICE ENTRANCE, COPPER BUS, GROUND BAR
|- | B | "R | Pote DESONATION A 8 DESKRATION O Bk | M€ |pore
| 1 | 40A] 6/3] 2 |3 TON HVAC UNT W/GAS HEAT | 26 8 RECEPTACLES 2 | 15A[14/2] 1
3 2 9] LIGHTS & RECEPTACLES 4 [15a]1472] 1
5 6
7 8
9 10
35 35
PANEL: PP—5 100A. MAIN BREAKER SUB PANEL 120/240V., SINGLE PHASE, 3 WIRE
LOCATION: EXTERIOR WALL 10,000 AlC., BOT. FEED
MOUNTING TYPE: RECESSED 1-1/2" SERVICE ENTRANCE, COPPER BUS, GROUND BAR
[ [rou] oS L ™ )l
|1 [40A] 6/3] 2 |3 TON HVAC UNT W/GAS HEAT | 26— RECEPTACLES 2 | 15a[1472] 1
Ea % —~2| RECEPTACLES 4 | 15A [14/2] 1
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400 AMP

| BREAKER

PANEL

MINIMUM COPPER
SERVICE FEEDER

3 #600 MCM THHN

W/#3 GROUND
PER NEC TABLE
310.16 & 250.122

GROUNDING ELECTRODE SYSTEM TO BE
PROVIDED PER NEC 2005 SECTIONS 250.50
& 250.52 ON SITE BY OTHERS

ONE LINE DIAGRAM

SITE INSTALLED PANEL
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